
WILLING 926

YOUR

SEATTLE

CITY LIGHT MEMORANDUM

DATE JULY 1980

TO 3 FLETCHER

ORIGNAL SCNED BY

FROM T MILLER 1R MILLER

SUBJECT LAKE UNION STEAM PLANT

LIGHT OIL STORAGE SERVICE TANKSTANK

THE OIL STORED IN THE SUBJECT TANKSTANK WAS TESTED FOR PCB LAST MARCH
THE REPORT RECEIVED FROM LAUCKSLAUCK TESTING LABORATORESLABORATORE INC COPY
ATTACHED SHOWSSHOW OR PART PER MILLION OF PCBS PRESENT

REGULATIONSREGULATION PERMIT BURNING OIL WITH PCB CONTENT OF LESSLES THAN 50

PARTSPART PER MILLION

S44

14 11IU L9 L1 11TIIPWR LIP1STTI1 UIILI I JLIJLW1IWSW THERE

ARE TWO GOOD REASONSREASON FOR THIS THEY ARE AS FOLLOWSFOLLOW

1 TRANSFORMER OIL IS SELECTED FOR ITS ABILITY TO RESIST

DETERIORATION DUE TO HEAT AND ASA VERY HIGH FLASH

INT IN CCASCCA

2 A1ITINAJ I1 SAME SOME OILSOIL CONTAIN

MORE PS THAN OTHERS THE ONLY SURE METHOD OF DETER

MINING THE PCB CONTENT OF PARTICULAR TRANSFORMER OIL

IS TO HAVE IT TESTED IN LABORATORY EVEN IF THE OIL

TESTED CUT AT BELOW 50 PPM PCBSPCB THERE STILL WOULD BE

PROBLEM IN STORING IT IN TANKSTANK NEAR THE LAKE RECENTLY
SOME THE OIL STORED IN THE TANKSTANK AT LAKE ION LEAKED

OUT INTO THE LAKE THE ENVIRONMENTAL PROTECTION AGENCY

PROPOSALSPROPOSAL ARE TO KEEP PCB LEVELSLEVEL IN LAKESLAKE AND RIVERSRIVER
BELOW 001 PART PER BILLION THISTHI IS MUCH LOWER CON
CENTRATION THAN THE 50 PPM ACCORDING NEIL THOMPSON
OF THE ENVIRONMENTAL PROTECTION AGENCY ALL TRANSFORMER

OIL IS ASSUMED TO CONTAIN PCBSPCB AND MUST BE TESTED BEFORE

DISPOSAL IT IS ILLEGAL TO DILUTE TRANSFORMER OIL CON
TAINING OVER 50 PPM WITH OTHER FUEL OIL

IF YOU REQUIRE ADDITIONAL INFORMATION ON THISTHI MATTER PLEASE LET

US KNOW
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LAUCKSLAUCK
TESTING LABORATORIESLABORATORIE INC CERTIFICATE
1008 WSTCM AWNUC SCSTTCWASHINGTORT 98104 206 EF220727

CHEMISTRY MICROBBOGY AND TECHNICAL SERVICESSERVICE

CLIENT SEATTLE CITY LIGHT LABORATORYNO 69542
1015 THIRD AVENUE
SEATTLE WA 98104 DATE NARCH 11 1980
ATTN BLANCHE SAMUELSSAMUEL

FREPORTON TRANSFORMER OIL

SAMPLE

INDENTIFICATION SUBMITTED ON 780

TESTSTEST PERFORMED

AND RESULTSRESULT

PCBSPCB MGKG
PARTSPART PER MILLION

RESPECTFULLY SUBMIRRED

LAUCKSLAUCK TESTING LABORATORIESLABORATORIE INC

JMOKSJMOK 7
THISTHI REPORT IS SUBMITTED FOR THE EOCLUSPYE USE OF THE PERSON PARTNERSHIP OR CORPORATIORT TO WHOM IT IS ADDRESSED SUBSENT USE OF THE NAME OF THISTHI COMPANY OR ANY

MEMBER OF ITS STAFF IN CONNECTION WITH THE ADVERTISING OR SALE OF ANY PRODUCT OR PROCESSPROCES WILR BE GRANTED ORRLY ON CONTRACT THISTHI COMPANY ACCEPTSACCEPT NO RESPONSIBILITY EXCEPT

FOR TFLEDUE PERFORMANCE OF INSPECTION ANDTOR ANALYSISANALYSI IV GOOD FAITH AND ACCORDING TO THE RULESRULE OF THE TRADE AND OF SCIENCE
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